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TEST REPORT
IEC 62619: 2017

Secondary cells and batteries containing alkaline or other non-acid electrolytes - Safety
requirements for secondary lithium cells and batteries, for use in industrial applications

Report

Reference No...........cc.cocevenrninrnnen . 18270BC10175201

Compiled by (+ signature).................. : Fannie Zhu / Project Engineer me_e ZIU
Approved by (+ signature)...............: Dely Yang / Project Engineer wg “3
Date Of ISSUB...........oeevvrveverermernimrennnns. AUG. 02, 2021

IR o ocoiinis s sibsca v siains igdine : 17 pages(including 2 pages of photos)

Testing laboratory

PBIMIB.....oiiiimenssnmrnnrsdinnesacsmemsrassansnsssnass

OIS ......... o5 oo i asiscapaities

Testing location.............ccccnmninnieniarnnest

Client

INBITIB ..o ibivivin oo e siinsbnmiiassnssnssidsnssians : Evoltec Japan Inc.
AGONES..............connnispiiinicsssesamsiisns 4190 Okudo, Katushika-ku, Tokyo124-0022 Japan
Test specification

Standard ..........coocereverereneecercenienennnenes. |IEC 62619: 2017

Test procedure ...........ceceeeevncnienisiinns : Compliance with IEC 62619: 2017
Non-standard test method..................: N.A

Test item

DISBCHIION .31 ..os rseromirifiinasrisraosinabians : Lithium Storage Energy Battery

TrOOOIEIK. .....cvie.cinsinenssiabsssssssssonsinion Yesa

Model and/or type reference............... : LSE10S700A
Manufacturer..............ooceveeenieniesinninnst

AOAORE......co. e inseiasmisnsminssnsnsinsissionis
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